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CLIENT: EXAMPLE REPORT 

SITE ADDRESS: SITE NAME 

ADDRESS 

DATE COMPLETED: DD MM YYYY 

REPORT PREPARED FOR: CONTACT PERSON 

ELECTRICIAN: ZACHARY BLUNDEN – Electrician No. 402161C 

TEST EQUIPMENT: EFO MULTI TESTER MFT4PLUS – #D042406 

Calibration Due 11/01/2025 
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Executive Summary 
 

1. SCOPE OF WORKS 
 
A list of all Residual Current Device’s (RCD) tested and subsequent compliance results can be found within this 
report. 

 
 
2. DISCLAIMER 
 

This report has been prepared by Thermal Scanners Pty Ltd in accordance with the terms and conditions as 
detailed in the quotation, and agreed to by both parties upon offer and acceptance of an order for services as per 
that quotation. 

The test results shown herein are accurate at the time the test was affected. However, no responsibility can be 
accepted for variations in readings or liability for loss or damage whether consequential or otherwise and whether 
tort or in contract due to thermal exceptions that were either not indicated by the test taken or occurred at a 
subsequent time.  

To the extent that it can be shown the test results were not accurate at the time of testing, this company’s liability 
shall be strictly restricted to re-performance of the test and supply of new test results. Should you have any 
queries regarding this report or require additional copies please contact Tayla Wells at Thermal Scanners Pty 
Ltd via email: tayla@thermalscanners.com.au. 

 
 
Finally, Thermal Scanners would like to thank you for the opportunity to carry out RCD testing of your electrical 
equipment.  
 
We look forward to building a successful working relationship now and in the future.  

 
 

 
 
 

 
 
 
 
 

   
 
 

Thermal Scanners 
Thermal Imaging Specialists 

 

 
 
 
  

Tayla Wells 
General Manager - Thermal Scanners  
Level 1 Thermographer – AINDT No.7219 
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Client: Client Name Electrician: Zachary Blunden (Electrical Licence – 402161C) 

Address: 
Street Name 
Suburb State 

Date Completed: DD/MM/YY 

 

Level/Area Location Switch Board 
Circuit 

No. 
Class 
(Amp) 

Push Test 
Results 

Trip Time 
Results (ms) 

Test Date 
Next Test 

Due 
Comments 

Warehouse Hallway LHS of Office MSB - DB Light Section 26 C 16A PASS <300 17/07/2024 Jul-2025  

Warehouse Hallway LHS of Office MSB - DB Light Section 28 C 16A PASS <300 17/07/2024 Jul-2025  

Warehouse Hallway LHS of Office MSB - DB Light Section 30 D 25 FAIL  X 17/07/2024 Jul-2025 
Failed Push 
Button Test  

Warehouse Hallway LHS of Office MSB - DB Power Section 7-13 32A PASS <300 17/07/2024 Jul-2025  

Warehouse Hallway LHS of Office MSB - DB Power Section 9-15 32A PASS <300 17/07/2024 Jul-2025  

Warehouse Hallway LHS of Office MSB - DB Power Section 9-15 32A N/A N/A N/A N/A Locked Out 

Warehouse Loading Dock 
Distribution Board - 

Office 
CB B5 20A PASS <300 17/07/2024 Jul-2025   

Warehouse Loading Dock RCD Sub Board Row B 63A PASS <300 17/07/2024 Jul-2025   

Warehouse Loading Dock Sub Board A Row E 40A PASS <300 17/07/2024 Jul-2025   

Warehouse Loading Dock Sub Board A RCD Row F 63A PASS <300 17/07/2024 Jul-2025   
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CERTIFICATE OF:  

 

TESTING AND COMPLIANCE (Electrical Equipment) 
Issued in accordance with s227 of the Electrical Safety Regulations 2013 

 

TESTING AND SAFETY (Electrical Equipment) 
Issued in accordance with s26 of the Electrical Safety Regulations 2013 

 

 
Work performed for: 
Example Report 
Address Street 
Suburb State 
 
 

 
 
  
 
 
 
 
 

 
 
 
 
Electrician’s Name: Zachary Blunden   Electrical Licence Numbers:  402161C 

 
For electrical installations, this certifies that the electrical installation, to the extent it is affected by electrical 
work, has been tested to ensure that it is electrically safe and is in accordance with the requirements of the 
wiring rules and any other standard applying under the Electrical Safety Regulations 2013 to the electrical 
installation. 
 
For electrical equipment, this certifies that the electrical equipment, to the extent it is affected by the electrical 
work, is electrically safe. 

 
Name:  _Zachary Blunden __ _       Signature:         ______ __            Date:  DD/MM/2024 
Person who performed or person responsible for, the electrical work 

✓ 
 

✓ 

 

 
Electrical Equipment Tested:     Date of test: DD/MM/2024 
 
Annual Push Button and Trip Time RCD Testing on Electrical Boards. 
 
The RCDs tested during the inspection are recorded in this report, noting that all RCDs are compliant 
excluding; 

• Warehouse - Hallway LHS of Office - MSB - DB Light Section - Circuit No. 30 - D 25 
 
Repairs are required and a separate Compliance Certificate will need to be issued for the RCD(s) by 
the electrician responsible for the repair. 


